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DESCRIPTION

DATE APPROVED

0 ISSUED FOR REVIEW

CONCRETE TEST BOX W/ CAST

12" MIN.

DIA—

IRON LID, 2'x2'x4” CONCRETE PAD

\ANEIDE CABLES TO

ANODE JUNCTION BOX

GROUT SEAL FROM SURFACE
TO 200" OR AS SPECIFIED

\88 ANODES, TYPE &

SIZE AS SPECIFIED

| 2" PVC VENT PIPE
PERFORATE LOWER 2607

COKE BREEZE BACKFILL

) _~"300" COLUMN

fgfgfgf/a” PVC PIPE CAP
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