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LENGTH APART
AS SPECIFIED
SUGGEST 10’ MIN.

TO ADDITIONAL /

ANODES

INSULATING SPLICE
TYPE AS SPECIFIED

\ HEADER CABLE WITH /

SPECIFIED INSULATION

\ 7O RECTIFIER

POSITIVE TERMINAL

& SIZE

NATIVE SOIL
BACKFILL

\CALCINED PETROLEUM /

COKE BREEZE BACKFILL

ANODE SIZE & TYPE

AS SPECIFIED

HOLE DIAMETER

AS REQUIRED

TOTAL DEPTH
AS REQUIRED
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FARWEST CORROSION CONTROL COMPANY

1480 W. Artesia Blvd. Gardena, California

JOB NO. |

ST

TYPICAL VERTICALLY
INSTALLED DISTRIBUTED
ANODE INSTALLATION

corrosion WA conTRoL

DWG NO.

S-31
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